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Renovations to the 7500-091350
USS North Carolina Battleship Memorial

ADDENDUM VI
Date of Addendum: November 26, 2014
Project Name: Renovations to USS North Carolina Battleship Memorial
SCO No. 07-07349-01A

PROJECT INFORMATION

A
B.
C.

Owner: North Carolina Department of Cultural Resources
Architect: LS3P
Architect Project Number: 7500-091350

NOTICE TO BIDDERS

A.  This Addendum is issued to plan holders pursuant to the Notice to Bidders and Conditions of
the Contract. This Addendum serves to clarify, revise, and supersede information in the Project
Manual, Drawings, and previously issued Addenda. Portions of the Addendum affecting the
Contract Documents will be incorporated into the Contract by enumeration of the Addendum in
the Owner/Contractor Agreement.

B.  The Bidder shall acknowledge receipt of this Addendum in the appropriate space on the Bid
Form.

C.  The date, time, and location for receipt of bids are unchanged by this Addendum.

ATTACHMENTS
A.  This Addendum includes the following attached Sheets:

1. Electrical Sheets, reissued:

a. E-103R
b. E-104R
C. E-105R
d. E-141R
e. E-702R

CLARIFICATIONS

Item VI-1. Base Bid Clarification: Refer to Sheet E-702. Base bid includes Fire Alarm Control Panel
(FACP) and all fire alarm system components located on Captain's Deck.

REVISIONS TO DIVISION 01 GENERAL REQUIREMENTS

Item VI1-2. Section 015000, Article 2.3B: Add Paragraph 1 as follows:

1.

Contractors are advised that ship's power will not support heavy equipment use. Locating a
generator on ship's deck is not acceptable. Provide a generator on shore or provide a utility
company temporary service, at contractor's option. New feeders planned for new electrical
distribution system in this contract may be used for temporary power purposes, subject to
inspection and approval. Use feeder conductors as they terminate in the ship at new splice
boxes. Such use of feeder conductors will require a submittal clarifying the contractor's
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proposal; including but not limited to, temporary labeling, temporary overcurrent protection of
the feeder, and temporary panelboard(s) on the ship for distribution.

REVISIONS TO DRAWING SHEETS

Iltem VI-3. Sheets E-103, E-104, E-105, E-141 and E-702: Replace with Sheets E-103R, E-104R,
E-105R, E-141R and E-702R, included. Revisions include, but may not be limited to, changes to fire
detection and alarm system.

END OF ADDENDUM NO. VI
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KEYED NOTES
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INVERTER SYSTEM (600VA, 120V). SEE EGRESS CONTROL SCHEMATIC FOR

COORDINATE MOUNTING LOCATION OF EGRESS LIGHTS AT RENOVATED CONNECTION INTO LIGHTING CIRCUIT, SEE SHEET #E—502.
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THE FACU IN THIS AREA SHALL BE PROTECTED BY THE ASSD
SYSTEM IN ACCORDANCE WITH NFPA 72 REQUIREMENTS.
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KEYED NOTE:
@ THE FCPS, FCB, & ZCB IN THIS AREA SHALL BE PROTECTED BY
THE ASSD SYSTEM IN ACCORDANCE WITH NFPA 72 REQUIREMENTS.
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1. ALL CONDUCTORS SHALL BE RUN EITHER IN CONDUIT OR METAL CLAD CABLING. SEE SPECIFICATIONS FOR DETAILS.
2. COORDINATE ALARM MATRIX, MODULE CONFIGURATION, AND DEVICE QUANTITY WITH FIRE ALARM CONTRACTOR, ASSD
CONTRACTOR, AND FIRE SUPPRESSION CONTRACTOR.
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